Service Metered Connection
(Urban)
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NOTE: all fittings non ferrous
Meter manifold unit — Davis Shepherd, EBCO or RMC with double or single
non-testable backflow valve
Water meter (if required) — Kent model MSM/M screw-in type or approved
equivalent
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